2020 NEC Changes

N 210.52(C)(2) Receptacles in Island and Peninsular Countertops
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‘| At least one receptacle outlet shall be located within 2 feet
of the outer end of a peninsular countertop or work
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- calculation:
8’ X 4’ =32 ft2
32 ft2- 9 ft2 =23 ft2

23 ft2 - 18 ft2 = 5 ft2

* One receptacle needed for the first 9 ft2
* Another receptacle needed for the next 18 ft2
* Athird receptacle needed for the remaining fraction of 18 ft?

Cannot count as the
required wall receptacle
needed

~& Peninsular countertop
measured from the connected
perpendicular wall.

CI\[ Peninsular

Peninsular calculation:

11’ X 2’ = 22 ft?

22 ft2-9 ft2= 13 ft?

* One receptacle needed for
the first 9 ft?

* Asecond receptacle needed

for the remaining fraction of
18 ft?




